
Scope of work: 

Converting the boilers at two US Government Owned residences, from fuel oil 

to natural gas 

1/ Provide design project for indoor and outdoor gas lines and installation at subject properties. The 

design should meet all up-to-date standards and requirements. The design should be approved by the 

municipality and construction permit to be issued by the municipality before starting construction 

works. 

2/ Run new outdoor and indoor gas lines as per the approved design drawings and attached 

specifications. 

3/ Disconnect and remove from the boiler room the existing oil burner and deliver it to the Embassy 

warehouse. 

4/ Deliver and install new gas boiler BOSH model: “ Condense “ 3000W-ZWB22-3CA23 with 22 kW. 

5/Deliver and install electromagnetic valve and gas analyzer. 

6/ Deliver and install gas reading meter for all properties. 

7/ Deliver and install gas reading meter for every single house. 

8/ Connect the new gas boiler to the existing heating system in the house and hot water reservoir 

(boiler).The new gas boiler to be in parallel with the existing electrical back up boiler. Connect the new 

gas boiler with the existing heating system and hot water reservoir by stainless steel pipes.   It is 

expected the new gas boiler to be connected to the electricity by the contractor, providing electrical 

panel, breakers and wires as per the builder specifications. The contractor is expected to provide all 

required stop valves, pipes, circulating pumps with all stop valves and fittings, stop valves before and 

after the filters, and to drain properly the condensed water into the drainage of the house.  

9/ The contractor has to provide an authorized company for checking the electrical wires of the gas 

boiler and to certify that the boiler is ready to use. 

10/ Contractor should provide a certificate proving that new gas pipe lines and gas boiler are in 

operation, meeting all standards and requirements.   

11/ Contractor should provide a contract for annual inspection and maintenance of the gas systems and 

boilers in both houses.  

12/ The contractor to provide technical supervision during the construction work and installation of the 

boilers, to test the gas lines and the gas boilers and to provide certificate for initial check and acceptance 

of the work and permit for use.  


