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Amendment No.1
Solicitation No: SCO-150-11-R-N018
Project: Communication Tower
Location: Necocli, Antioquia

ENGLISH VERSION

Electrical standards
As required on original technical specifications. The products to be quoted shall be RETIE certified accordingly.

Metallic enclosure

The bidder shall quote for supply and install a metallic box, BGW No 14, WXHXD (30cmX30cmX20cm). The purpose of the new
enclosure is to allocate the new breaker which is required for the new communication hut to be built by the awarded contractor. The
proposed box shall have a metallic door with lock and window inspection as well. The proposed electrical box shall be installed just
aside of the existing general electrical panel board (GEPB). Both the GEPB and the new enclosure shall be connected by means of a
liquid tight pipe, 1 ' inches gauge, which shall count with its own adapters and terminals to be hold accordingly. The new metallic
box shall be installed 20 cm from the GRPB (left side).

Raceway from new Metallic Enclosure and concrete box in power substation

The bidder shall quote for supply and install an EMT conduit, 1 ' inches gauge, which shall connect the new metallic box to the
existing concrete box above the GEPB. The proposed conduit shall count with its own adapters and terminals, which are required to
be anchored along the existing wall and the new metallic enclosure. The underground portion shall consist on a PVC electrical pipe,
same gauge as required for the EMT pipe. The PVC portion shall connect the existing concrete box (PVC portion shall run 30 cms
from the finished floor). The especial adapter to connect PVC and EMT shall be also quoted in proposal to be installed accordingly.

Power cabling

The bidder shall include the portion of cabling required to connect the GEPB and the communication hut breaker located in the new
metallic enclosure. Wiring shall include connection from existing power barrages (phases), neutral and ground lines. The power lines
shall have the same features as when were required on the original specifications (4XNo.8+1XNo.10)
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SPANISH VERSION

Normas eléctricas
Como se requiri6 en las especificaciones técnicas originales. Los productos a ser cotizados deberan ser certificados RETIE
respectivamente.

Caja Metilica

El proponente debe cotizar el suministro e instalacién de una caja metalica, BWG NO. 14, ALXANXPR (30cmX30cmX20cm). El
proposito del nuevo cofre es el de alojar la proteccion del nuevo circuito del que es requerido para la caseta de comunicaciones a ser
construida por el contrista al que se le adjudique el contrato. La caja propuesta debe contar con puerta metalica con chapa y ventanilla
de inspeccion. La nueva caja eléctrica debe ser instalada al lado del tablero general eléctrico existente (TEGE). Ambos, el TEGE y
el nuevo cofre eléctrico serdn conectados por medio de un ducto americano tipo “liquid-tight” de 1 % pulgadas de calibre, el cual
debe contar con sus respectivos adaptadores y terminales para ser sujetado como corresponde. La nueva caja sera instalada a 20 cm
del TEGE (lado izquierdo).

Canalizacién desde la nueva caja metalica hasta caja en concreto existente en subestacién

El proponente debe cotizar el suministro e instalacion un ducto EMT, calibre de 1 % pulgadas, el cual conectar4 la nueva caja
eléctrica a la caja de concreto existente debajo del TEGE. El ducto propuesto contar con sus adaptadores y conectores respectivos,
los cuales son requeridos para anclar la tuberia a la nueva caja metalica y el muro existente. La porcién de canalizacién subterrdnea
consistird en ducto PVC eléctrico del mismo calibre que el ducto EMT a ser instalado. La porcién en PVC conectara la el carcamo
existente (El segmento en PVC corre a 30cm del piso terminado). El adaptador de unién de PVC a EMT debe ser cotizado en la
propuesta para ser instalado respectivamente.

Cableado de poder

El proponente debe cotizar el suministro en instalacién del cableado requerido para conectar el GEPB y el breaker de la caseta de
comunicaciones ubicado en la nueva caja eléctrica. El cableado incluiré la conexién desde los barrajes de fases del TEGE, las lineas
de neutro y tierra. Las lineas de potencia deberan tener idénticas caracteristicas a las requeridas en las especificaciones originales
(4XNo.8+1XNo.10).
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