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DIRECTION:
NARCOTICS AFFAIRS SECTION UNITED STATES EMBASSY, BOGOTA
Volatge: 120/208 Volts Main Breaker: 3x50A Enclosure: NEMA-1
COR:
Rating: 10,000 AIC Panel Layout: Standard Mounting: Flush DISENADO POR:
No Phases: 3 Ph No. Of Circuits 24 Feed: Bottom
No of Wires: 4 W Connected Bus: ATS Feeder: 3 X#38 AWG THHN 90C + 2 X# 10 AWG THHN 90C
in2 X 1" PVC SCH 40 and
Load Name CB Amp| Pole | Wire| Load O_Aﬁ_ Load |Wire|Pole|CB Amp Load Name
Lighting Fixtures 2X32W 15 1 12 512 2 200 12 | 1 15 |Obstruction Lights COMMUNICATIONS TOWER — 55 1S
Spare 20 1 12 0 4 0 - 1 20 |Spare
Genset Chargers and Preheat 15 1 12 860 1560 6 700 - 1 15 |Exhaust Fans Batteries Room|
Mini Split A/C Unit 15 2 12 1100 8 1100 12 | 1 15 |Mini Split A/C Unit
- - - 12 1100 10 1100 12 - - - Purchase order: Contract date:
Receptacles (Incl: 700VA UPS) 15 1 12 1200 12 0 - 1 20 |Spare
Rack UPS (5KVA UPS) 30 3 10 1500 14 0 - 1 20 |Spare Legends/ Comments:
- - - 10 1500 16 500 12 | 1 15 |Batterie Chargers
- - - 10 1500 18 180 12 | 1 15 |Tower Receptacle
Spare 20 1 - 0 20 0 10 | 3 30 |TVSS
Spare 20 1 - 0 22 0 10 | - - -
Spare 20 1 - 0 24 0 10 | - - -
Total 4212 4200 4440
4284
Balance 5.14% 5.41% 0.00%
Total Watts A: 4212 Total Continuous Watts A: 4412 Total non-Continuous Watts A: 8624
B: 4200 B: 3700 B: 500 Location:
C: 4440 C: 2200 C: 2240
TOTAL WATTS 12.852 KW TOTAL CONTINUOUS WATTS 10.312 KW TOTAL NON-CONTINUOUS WATTS  11.364 KW
Total Current 35.6736
x 125% Growth  44.592
X 110% Main 49.0512
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GENSET A ® ® GENSET B
15 KVA DIESEL AW ﬁw 15 KVA DIESEL
120/208VAC 3@/4W 60hz 120/208VAC 3@/4W 60hz
NOTES: UNITED STATES EMBASSY
NARCOTICS AFFAIRS SECTION
BOGOTA , COLOMBIA
RUN: 16 m meo>mM meo>AM RUN: 16 m
Wire: 3 X #8 AWG THHN 90° + 2 X #8 AWG THHN 90° Wire: 3 X #8 AWG THHN 90° + 2 X #8 AWG THHN 90°
Raceway: TRENCH J X ) W Raceway: TRENCH _ .ﬂ ' Q .ﬂ U ' Q Q U .:J WARNING:
m—\:m _: ﬁm o m bﬁo<_ m < o mﬁm ' This document is the property of the U.S. Government. Further reproduction
and/ or distribution is prohibited without the express written permission of:
Narcotics  Affair ~ Section  Bogota, Colombia. Phone (57-1) 2752000.
Information on this document is not to be altered except with the written
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3X50A| ATS
DIRECTION:
NARCOTICS AFFAIRS SECTION UNITED STATES EMBASSY, BOGOTA
MAIN DISTRIBUTION BOARD: TP oM 120/208VAC 3@/4W 60hz
Location: Generator Room ] 100A Main Busbar o
100A Neutral Busbar :
3X50A 50A  Ground Busbar DISENADO POR:
3X50 A 3X50A C
Type 1 Category C SPD
(as recommended by manufacturer)
Surge Suppressor
-
RUN: 16 m
Wire: 3 X #8 AWG THHN 90° + 2 X #8 AWG THHN 90°
AW Raceway: 2 X 1" @ SCH 40 PVC AND TRENCH COMMUNICATIONS TOWER™ =55 M5
PANEL BOARD: TAC 31X 50 A 120/208VAC 3@/4W 60hz
Location: Shelter AM RATED: \_o“ooo AlC Purchase order: Contract date:
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g
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_
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N RUN: 6m v v | NEMASfER | v v v v o
Wire: 5 X #10 AWG THHN 90° L L | Receptacle _ L L L L o @ NEMA 5-15R Receptacle
o Raceway: 1 X 3/4" @ EMT = & | Locafion: Tower | & & = = &
g @ b _ Structure _ o o @ O @»
L _ J - Fused Disconnect
® COMMS RACK \] o
| . N Wire: 3 X #12 AWG THHN 90° o
Location: Shefter \ q&h %xsg G THHN a0 Y mmms% 34" @ EMT & 34" 0 /@/5 Conditioning Unit
AW +2 X#10 AWG THHN 90°
RACK UPS RUN: 15m Raceway: 1 X 3/4" @ EMT . . =
Wire: 4 X #12 AWG THHN 90° N N RUN: 8m ﬂ. RUN: 55 / Line Conductor (# 12 AWG if not specified)
5 KVA Raceway: 3 X 3/4" @ mj/_ /uj Wire: 4 X #12 AWG THHN 90° Tvoe 2 Cateon B SPD Wire: 3 X #12 AWG THHN 90°
R 13X 34" G EMT ype 2 Lategory g
120/208VAC 30 > 9 aceey (as recommended by manufacturer) A\ Raceway. 34" @ EMT /. Neutral Conductor (# 12 AWG if not specified)
Surge Suppressor RUN: 10m
o o N
L oy S BT f/oz N\, Ground Conduclor (# 12 AWG ifnot spece)
— >
v v
N | RUN: 3 m Lighting Obstruction
w\ Wire: 5 X #10 AWG THHN 90° L] N . .
© g RUN: 61 Fixtures Lights ALL MEASUREMENTS ARE IN MILLIMETERS
RD Wire: 3 X #12 AWG THHN 90° RUN: 5m Reviews:
Raceway: 3/4" @ EMT N_o N_. Wire: 3 X #12 AWG THHN 90° Rev. # Description Date
Raceway: 3 /4" @ EMT 4
#4 AWG GND ¢ c N Yy R :
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_<_ _<_ CEXHausTEANS 6 ] [BATTERECHARGERS & ] & 4 4 &  BATTERIECHARGERS| m
ie: X412 IS TS0 A A\ Vire: 3 X#12 ATS j_”__._z o | Location: Batteries Room NEMA 5-15R NEMAS-15R | | Location: Batteries Room  NEMA 5-15R NEMAS5-15R | | NEMAS-16R NEMA 5-15R NEMA 5-15R NEMAS-15R g | =
Raceway: 1 X 3/4" @ EMT Raceway: 1 X 3/4" @ EMT | : | : _ _ :
y N N | Receptacle Receptacle | _ Receptacle CT1  Receptacle CT1 | | Receptacle Receptacle Receptacle Receptacle  GENSET PREHEATERS) Development phase:
® S %) Air Conditoning Unit - Air Conditning Uni _ | _ _ _ Location: Genset Room _ [135% [160% []90% [X100%  [JAS BUILT
.- - - _ - - - __ I_ Drawing content:
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