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New Floor Transition

DOOR SCHEDULE

Type Description
QTY Color

Height

Width Comments

 P-1 Detention Hollow

Metal Door

5 Gray 2.10m 0.90m Gray Color to Match Existing Doors.

This Door to Include a Magnetic Lock

Controlled from the Guard Room.

 P-2 Detention Hollow

Metal Sliding

Door.

3 Gray

with

Tinted

Glass

2.10m 0.90m Gray Color to Match Existing Doors

Tint with 0.5% VLT.

(Floor to Steel Deck)

RELOCATED ALUMINUM FRAMED GLASS DOOR

Existing Partition to be Raised up to
Steel Deck and Reinforced.

New Reinforced Cement Board
Partition (Floor to Steel Deck)

ValderramaRF
Polygon
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NOTES:

6U Rack for Teleconference Equipment
2 HDTV for Teleconference System
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D1
A1 A1
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DETAIL D1: NEW VIRTUAL INTERVIEW ROOMS

4 4

3

4 4

3

3 Surface Mounted Microphone
4 Ceiling Mounted Speakers
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Existing 1' X 2'  2X32W  Recessed Troffer to be Relocated.

New Recessed Downlight Compact FLuorecent 32W

New 1' X 2'  2X32W  Fluorescent Recessed Indirect

New Wall Mounted Fluorescent Indirect (Front Facing)
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FINISH SCHEDULE

Type

Material

Supplier

Line Color

Paint Pintuco KORAZA PRO 750

Match Existing Wall

Finish

Paint Pintuco KORAZA MARFIL 2758

Vynil

Vinisol KUARZARA VIZOS-PIEDRA LUNA

Granite N/A N/A N/A

P-1

P-1

P-1

P-1 P-1

P-1

P-2

GF-1 GF-1 GF-1 GF-1 GF-1 GF-1

V-1

P-2

V-1

P-1 P-1 P-1 P-1 P-1

P-1

P-1

P-1

P-2

V-1

GF-1
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1' X 2'  2X32W  Recessed Troffer

Recessed Downlight Compact FLuorecent 32W

1' X 2'  2X32W  Fluorescent Recessed Indirect

Wall Mounted Fluorescent Indirect (Front Facing)

S1 Single Toggle Switch with Occupancy

OS Occupancy Sensor Hybrid Technology

LEGEND:

A

B

C

D

LIGHTING FIXTURE SCHEDULE

D D

B

A

B

B B B B B B B B B B B B

B

B

A

A

A

AA

AA

AA

AA

A

A

A

A

AC

C C

C

Sensor Override.

Existing fixture to be relocated as per the Drawing.

IVPP-CT4

IVPP-CT4

IVPP-CT4

IVPP-CT4

IVPP-CT4

IVPP-CT4

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT5

IVPP-CT24

IVPP-CT24

IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24IVPP-CT24

IVPP-CT24

IVPP-CT24

IVPP-CT4

IVPP-CT4 IVPP-CT4

IVPP-CT4

IVPP-CT4IVPP-CT4

Z
YYY-CTX

Fixture Symbol

Circuit NumberPanel Board

Fixture Type

FIXTURE LEGEND:
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CAT 6 Voice/Data Jack with faceplate 

Regulated Power Receptacle NEMA 5-15R

LEGEND:

1

Receptacle NEMA 5-15R

11 111

22

1

NOTES:

 Relocate Existing Facepaltes and Receptacles.

2 New Faceplates and Receptacles

 Maintain same Circuits.

 Maintain same Circuits.

Fused Disconnect

 GV-CT19,20

YYY-CTX

Device Symbol

Circuit NumberPanel Board

WIRING DEVICE LEGEND:

 RV-CT7  RV-CT7

33

3 Power Supply for Electromechanical Lock
 Coordinate Height and location with door 

 GV-CT22 GV-CT7

Manufacturer.

Intercom System (Voice/Video Intercom to
 Guard Room)

3

3
3 3

3


