U.S. Embassy Seoul
General Services Office
 Tel. 82-2-397-4648
Fax: 82-2-796-0516


[image: image1.wmf] 

 


                                  

September 13, 2013

To prospective offeror:

This is to advise you that solicitation number SKS700-13-Q-0051, issued on August 23, 2013 for Replacement of old heating system at the Annex compound has been amended as stated in the attached SF 30.
Please acknowledge receipt of the amendment No. 1 as instructed in block 11.(a) in the attached Standard Form 30.

You may contact me at 02-397-4648 (Tel.), 02-796-0516 (fax), if you have any questions.

Sincerely,

Otis L. Harrison
Contracting Officer
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	 FORMCHECKBOX 
  The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offers      FORMCHECKBOX 
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(a) By completing Items 8 and 15, and returning one (1) copy of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted; or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATA SPECIFIED MAY RESULT IN REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and data specified.
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	14. Description of Amendment/Modification (Organized by UCF section headings, including solicitation/contract subject matter where feasible) 

Replacement of old heating system at the Annex compound
The purpose of this amendment is to change the scope of work as per the attached revised and new sections.

The quotation due date and time is not changed.
See next pages.
Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.
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                STANDARD FORM 30 (REV. 10-83) 

1. Major change are listed below;

1) Description of Scope of Work (B.1)
2) Trap and By-pass replacement (B.3.2.3)
3) Expansion tank replacement (B.3.2.10)
4) Steam Header bucket trap replacement (B.3.2.11)
5) Finish material change (B.3.6.19)
2. The sections B.1, B.3.2.3, and B.3.6.19 are revised as follows:

B. 1 The U.S. American Embassy, Seoul requires to replace the old heating system at the Annex Compound of the U.S. Embassy, Seoul, Korea.  The contractor shall replace the supply and return pipes of the existing heating system, pipe insulation, and associated fittings, valves, expansion tank, and accessories except convectors, convector covers,  convector sensor, and branch lines from supply pipes and return pipes to convectors at  GSO and PA building of the Annex Compound.  The Contractor’s employees will be escorted by the Embassy staff throughout the time they are at the work site.  The contracting officer’s representative (COR) will oversee the performance of the work in progress.  
The project drawings will be provided at the pre-proposal conference.

B.3.2.3
The contractor shall replace all the valves including by-pass, traps, strainers, bolt and nuts, and joint fittings including expansion joint, slide packing as per the drawing M-01, 02, 03, and 04.

B.3.6.19
The area of asphalt pavement and concrete to be installed is 140 square meters.
3. The sections B.3.2.10 and B.3.2.11are added as follows:
B.3.2.10
The contractor shall replace existing expansion tank with new one as per the drawing M-01, M-02, M-03. The expansion tank shall be 1.0m wide, 1.0m deep, 1.0m high and 3.0mm thick. The tank shall be made of stainless steel.
B.3.2.11
The contractor shall replace existing bucket trap and pipe of steam header as per the drawing M-01, M-02, M-03.
