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 Tel. 82-2-397-4648
Fax: 82-2-796-0516
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August 23, 2013

To prospective offeror:

This is to advise you that solicitation number SKS700-13-R-0041, issued on August 16, 2013 for Installing smart metering system at the Yongsan Embassy Housing compound has been amended as stated in the attached SF 30.
Please acknowledge receipt of the amendment No. 1 as instructed in block 11.(a) in the attached Standard Form 30.

You may contact me at 02-397-4648 (Tel.), 02-796-0516 (fax), if you have any questions.

Sincerely,

Otis L. Harrison
Contracting Officer

Attachment: As stated
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	PAGE
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	AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT
	
	1
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	2.  AMENDMENT/MODIFICATION NO.
	3.  EFFECTIVE DATE
	4.  REQUISITION/PURCHASE REQ. NO.
	5.  PROJECT NO. (If applicable)

	       A001
	August 23, 2013
	               
	

	6.  ISSUED BY
	CODE
	
	7.  ADMINISTERED BY (If other than Item 6)

	CODE
	

	U.S. Embassy, Seoul
GSO-PUR
10, Namyoung-dong
Yongsan-gu, Seoul, Korea
	

	8.  NAME AND ADDRESS OF CONTRACTOR (No. Street, county, State and ZIP: Code)
	(()
	9A.  AMENDMENT OF SOLICITATION NO.

	
	x
	SKS700-13-R-0041

	
	
	9B.  DATED (SEE ITEM 11)

	
	
	August 16, 2013

	
	
	10A.  MODIFICATION OF CONTRACT/ORDER NO.

	
	
	

	
	
	10B.  DATED (SEE ITEM 13)

	CODE

	FACILITY CODE

	
	

	11.  THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

	 FORMCHECKBOX 
  The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offers      FORMCHECKBOX 
 is extended,   FORMCHECKBOX 
 is not extended.
Offers must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended, by one of the following methods:

(a) By completing Items 8 and 15, and returning one (1) copy of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted; or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATA SPECIFIED MAY RESULT IN REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and data specified.

	12.  ACCOUNTING AND APPROPRIATION DATA (If required)

	

	13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS,

IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

	(()
	A.
THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority)   THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE CONTRACT ORDER NO. IN ITEM 10A.

	
	

	
	B.
THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(b).

	
	C.
THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:



	
	D.
OTHER Specify type of modification and authority)B.3.6, B.4.1.5B.4.2.5, B.4.3.5, and B.4.4.5



	E.  IMPORTANT:  Contractor
 FORMCHECKBOX 

is not,
 FORMCHECKBOX 

is required to sign this document and return _1_ copy to the issuing office.

	14. Description of Amendment/Modification (Organized by UCF section headings, including solicitation/contract subject matter where feasible) 

Installing smart metering system at the Yongsan Embassy Housing (YEH) compound
The purpose of this amendment is to change the scope of work as per the attached revised section.

The quotation due date and time is not changed.
See next pages.
Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.
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	16B.  UNITED STATES OF AMERICA
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	(Signature of person authorized to sign)
	
	BY   _____________________________________________

(Signature of Contracting Officer)
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                STANDARD FORM 30 (REV. 10-83) 

1. Major change;

1) Electrical Meter (C.2.2.13)
2. The sections C.2.2.13 is revised as follows:

C.2.2.13 The electrical meter shall be “GIMAC-i” or equivalent with the following characteristics.
Standard Using Condition
· Operating temperature range: -10°C to 55°C  

·  Storage Temperature range: -25°C to 70°C  

·  Relative humidity range: Less than 80%, non-condensing 

· Altitude : Less than 2,000m
· No abnormal vibration or impulse. 

· The ambient air shall not be severely polluted. 

Input Rating
· Connection Type: 1P2W, 1P3W, 3P3W Delta, 3P3W Y, 3P4W. 

· The Rated Frequecy: 50Hz or 60 Hz (Separate use for 50Hz, 60Hz)
· Measuring Voltage: 10 ~ 452V (The voltage applied between VR, VS, VT and VN)
· Measuring Current: 0.05 ~ 6A (5A), 0.01 ~ 1.2A (1A)
· The Rated Current of CT: 5A or 1A
· Control Power: AC/ DC 88 ~ 264V (Free Voltage)
· PT & CT Input Burden: Less than 0.5VA for each
· Power Consumption: Less than 2W
Noise Rating
· Insulation resistance: 500V, Over 10MΩ, (IEC60255-5)
· Power frequency withstand voltage: AC 2kV (1.5kV) , (IEC60255-5)
· Lighting impulse withstand voltage: 5kV (3kV), (IEC60255-22, IEC61000-4)
· Vibrating surge voltage: 2.5 ~ 3kv, (IEC60255-22, IEC61000-4)
· Surge immunity: Control power supply, Transformer 6kV 5times, (IEC60255-22, IEC61000-4-5)
· Fast transient burst: Control power supply, Transformer 4kV 1min, ( IEC60255-22, IEC61000-4-4)
· Impulse Noise Immunity: Control power supply, Transformer 3kV 10mins
· Static electricity ESD: Air 8kV, Contact 6kV, (IEC60255-22, IEC61000-4-2)
· Radio frequency and Radioactive immunity: 10V/m, (IEC60255-22)
· Radio frequency and Conductivity: 10V, (IEC60255-22)
· Electromagnetic wave conduction: 0.15 ~ 0.5 MHz :79 (66) dBuV,  0.5 ~ 30 MHz :73 (60) dBuV , (IEC60255-22)
Measurement Item & Accuracy Rate
	Type
	Measuring Item
	Detailed Measuring Item
	Accuracy
	Remark

	Voltage
	Average Voltage
	Vavg
	0.3%
	

	
	Line Voltage
	Vab, Vac, Vca
	0.3 %
	

	
	Phase Voltage
	Va, Vb, Vc
	0.3 %
	

	Current
	Average Current
	Iavg
	0.3%
	F/S

	
	Line Current
	Ia, Ib, Ic
	0.3 %
	F/S

	
	Load Factor
	Load Factor Ia, Ib, Ic
	-

	Phase
	Line to Line Voltage
	VabVbc, VadVca
	0.5 º
	3P3W

	
	Between Line to Current
	VabIa, VabIb, VabIc
	0.5 º
	3P3W

	
	Between Phase Voltage
	VaVb, VaVc
	0.5 º
	3P4W

	
	Between Phase Voltage and Current
	VaIa, VbIb, VcIc
	0.5 º
	3P4W

	Electric Power
	Total Active Power (Reverse)
	P
	0.5 %
	IEC 1036

	
	Active Power (Reverse)
	Pa, Pb, Pc
	0.5 %
	IEC 1036

	
	Total Reactive Power (Reverse)
	Q
	0.5 %
	IEC 1036

	
	Reactive Power (Reverse)
	Qa, Qb, Qc
	0.5 %
	IEC 1036

	
	Total Apparent Power
	S
	0.5 %
	IEC 1036

	
	Apparent Power
	Sa, Sb, Sc
	0.5 %
	IEC 1036

	Electric Energy
	Active Electric Energy
	WH
	0.5 %
	IEC 1036

	
	Reactive Electric Energy
	VARH
	0.5 %
	IEC 1036

	
	Reverse Active Electric Energy
	rWH
	0.5 %
	IEC 1036

	
	Reverse Reactive Electric Energy
	rVARH
	0.5 %
	IEC 1036

	
	Apparent electric Energy
	VAH
	0.5 %
	IEC 1036

	Frequency
	Frequency
	Frequency F (Hz)
	0.05 Hz
	

	Power Factor
	Total PF
	PF
	Following phase error
	+: Lag
-: Lead

	
	PF
	PFa, PFb, PFc
	Following phase error
	

	
	Fundamental PF (DPF)
	DPFa, DPFb, DPFc
	Following phase error
	

	THD
	Voltage THD
	THD of Va(ab), Vb(bc), Vc(ca)
	
	

	
	Current THD
	THD Ia, Ib, Ic
	
	

	Harmonics
	Voltage Harmonics
	1st ~ 15th harmonics of Va(ab), Vb(bc), Vc(ca)
	-
	-

	
	Current Harmonics
	1st ~ 15th harmonics of Ia, Ib, Ic
	-
	-

	Demand
	Active Electric Power
	Demand W
	-
	-

	
	Demand Current 
	Demand Ia, Ib, Ic, Iavg
	-
	-

	MAX
	Current
	Max Ia, Max Ib, Max Ic, Max Iavg
	
	


