CLASSROOM

6M X (4M + 4M) = 48 SQ. M.

48 SQ. M. / 18 SQ. M. PER TONNER = 2.67 TONNER
USE : 2.5 TONNER DUAL SPLIT TYPE

AUDITORIUM

(4M X 5) X (4M X 3) =

240 5Q. M.

240 SQ. M. / 18 SQ. M. PER TONNER = 13.33 TONNER
USE: 4 UNITS DUAL SPLIT TYPE - 3 TONNER EACH

6.00M 4.00M 4.00M 4.00M 4.00M 4.00M 6.00M
2.5-TONNER A/C 3-TONNER A/C 3-TONNER A/C 3-TONNER A/C 3 TONNER A/G 2 5-TONNER A/C
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N VENTILATION & AIR-CONDITIONING LAYOUT
N SCALE 1:75M
COMPUTATION OF A/C TONNER REQUIREMENT LEGEND
AREA OF THE ROOM TONNER REQUIRED @ 18 SQ. M. PER TONNER AIR—CONDITIONING CONDENSER
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